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This proposal was submitted to revise drainage plan for diversions DD-5, and DD-
9 and provides updated calculations for the sediment pond capacity and expected runoff changes
as the result of paving the site facilities area and road. The proposal was reviewed and found
to be sufficient as an interim demonstration of the sediment pond capacity. A final assessment
and analysis of the sediment pond capacity cannot be adequately done until the surface facilities
map (Plate 3-1) is revised. NOV N91-15-2-3 currently requires that this map be updated and
field survey verified as to the precise location of the disturbed area and facility features. The
conditions at the site (winter snow cover) may preclude the survey until this spring (April 1992).

At the time an accurate, current map of the site is presented a complete technical
analysis of the sedimentation pond will be conducted. The information presented in this proposal
is complete and adequate with the exception of the verification of the disturbed runoff area
reporting to the pond. Therefore, I recommend approval of this package for the interim period
until the disturbed a.rea can be verified.

Diversion DD-9 needs to be modified to accommodate the construction of a shop
addition adjacent to the existing shop/warehouse building. Essentially, a open channel type
diversion will be replaced with a culvert (culvert C-8). Culvert sizing calculations demonstrate
the culvert size is adequate to pass the 10 yr. - 24 hr. precipitation event. The request is
approvable.
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